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SHUTDOWNS PROPOSED BY 
PGCIL

1 132kV Surjamninagar - Comilla # I TL 0800Hrs to 1800Hrs
AMP of Bay, Re-alignment of Bus Side Isolator, Re-
installation of LA base insulators, SD Nature Defect 
Rectification of Line.

Normal Maintenance related 
shutdown.

2 132kV Surjamninagar - Comilla # II TL 0800Hrs to 1800Hrs
AMP of Bay, Re-alignment of Bus Side Isolator, Re-
installation of LA base insulators, SD Nature Defect 
Rectification of Line.

Normal Maintenance related 
shutdown.

3 132 KV Palatana - 
Surjamaninagar(TSECL) TL 0800Hrs to 1800Hrs

SD Nature Defect Rectification of Line & 
Reconfirmatory Test of CB.

Normal Maintenance related 
shutdown.

4 132KV AIZAWL - KUMARGHAT TL 0800Hrs to 1600Hrs AMP of Kumarghat bay at Aizwal
Normal Maintenance related 
shutdown.

5 132 kV Badarpur - Kolasib TL 0800Hrs to 1600Hrs
Infringement Clearing work at Loc- 191-192,231-232 
and Birdguard Fixing at Loc-94 under Badarpur 

Normal Maintenance related 
shutdown.

6 132 kV Karimganj - Kumarghat TL 0800Hrs to 1600Hrs
For Infringement Clearing work at Loc-231-244 under 
Badarpur

Normal Maintenance related 
shutdown.

7 132kV Badarpur - Khliehriat TL 0800Hrs to 1600Hrs
For Firmware upgradation of Micom P442 distance relay 
at Badarpur & Khlerihat

Existing system improvement related 
shutdown.

Agenda item

8 132kV Khandong - Khliehriat - I TL 0800Hrs to 1600Hrs
OPGW installation work under reliable communication 
Scheme. Old OPGW wire to be replaced.

Existing system improvement related 
shutdown.

Agenda item to be given which sections

9 132kV Dimapur-Doyang - I TL 0900Hrs to 1600Hrs Re-aglignment of Line Side Arcing Horn
Existing system improvement related 
shutdown.

10 132kV Dimapur-Doyang - II TL 0900Hrs to 1600Hrs
Re-aglignment of Line Side Arcing Horn and Earthing of 
Double Peak tower at Locations 271-274

Existing system improvement related 
shutdown.

11 132kV Silchar - Badarpur - 1 0900Hrs to 1600Hrs
Rectification of Bus Isolator and AMP of Bay 
equipments at Silchar end

Normal Maintenance related 
shutdown.

12 132kV Silchar - Srikona - 1 1300Hrsto 1600Hrs Rectification of Bus Isolater at Silchar end
Normal Maintenance related 
shutdown.

13 A/R of 132kV Dimapur-Doyang - I TL Auto Reclosure Switch  to be kept in Non-Auto Mode  
for work in other circuit

Existing system improvement related 
shutdown.

14 A/R of 132kV Dimapur-Doyang - II TL Auto Reclosure Switch  to be kept in Non-Auto Mode  
for work in other circuit

Existing system improvement related 
shutdown.

15 A/R of 132kV Khandong - Kopili - I TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

16 A/R of132kV Khandong - Kopili - II TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

Auto Reclosure Switch  to be kept in Non-Auto Mode Existing system improvement related 

CategoryReasonName of Element

132kV Transmission lines

Shutdown Proposed for the month of July 2023

TimeSN Jul-23

17 A/R of132kV Badarpur - Khliehriat TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

18 A/R of132kV Khandong - Khliehriat - I TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

19 A/R of132kV Khandong - Khliehriat - II TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.
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20 220 kV Misa-Samaguri #1 TL 0800Hrs to 1600Hrs AMP Work at Misa end
Normal Maintenance related 
shutdown.

21 220kV New Mariani - AEGCL 0800Hrs to 1700Hrs Anchor tower stringing work
Existing system improvement related 
shutdown.

22 A/R of 220kV New Mariani - Kathalguri 0700Hrs to 1800Hrs For PID Scanning works
Existing system improvement related 
shutdown.

23 A/R of 220kV Old Mariani - Kathalguri 0700Hrs to 1800Hrs For PID Scanning works
Existing system improvement related 
shutdown.

24 A/R of 220kV Misa - Dimapur - 1 TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

25 A/R of 220kV Misa - Dimapur - 2 TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

26 A/R of 220kV Misa - Kopili - 1 TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.
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27 400 kV Silchar - PK Bari-1 TL 0800Hrs to 1600Hrs
For Firmware upgradation of Micom P442 distance relay 
at Silchar end

Existing system improvement related 
shutdown.

Agenda

28 400 kV Silchar - PK Bari-2 TL 0800Hrs to 1600Hrs
For Firmware upgradation of Micom P442 distance relay 
at Silchar end

Existing system improvement related 
shutdown.

Agenda

29 400kV Bongaigaon - Balipara # 3 TL along 
with LR

0900Hrs to 1600Hrs
For Buchholz trip logic modification  at Balipara & 
Bongaigaon 

Existing system improvement related 
shutdown.

Agenda

30 400kV Bongaigaon - Balipara # 4 TL along 
with LR

0900Hrs to 1600Hrs For Buchholz trip logic modification  at Bongaigaon Existing system improvement related 
shutdown.

Agenda

31 400kV Bongaigaon - Brynihat TL along with 
LR

0900Hrs to 1600Hrs For Buchholz trip logic modification  at Bongaigaon Existing system improvement related 
shutdown.

Agenda

32 400kV Bongaigaon - Azara TL along with LR 0900Hrs to 1600Hrs
For Buchholz trip logic modification  at Balipara & 
Bongaigaon 

Existing system improvement related 
shutdown.

Agenda

33 400kV Bongaigaon - Balipara # 1 TL along 
with LR

0900Hrs to 1600Hrs
For Buchholz trip logic modification  at Balipara & 
Bongaigaon 

Existing system improvement related 
shutdown.

Agenda

34 400 KV Silchar-Palatana  - 1 TL along with 
LR

0900Hrs to 1600Hrs
Rectification of 412 CB. Changing of mechanism box, 
PLCC End to End testing, Bird guard fixing in Wave Trap 
and For PSL modification of LR and testing

Existing system improvement related 
shutdown.

35 A/R of 400kV Misa - New Mariani - 1 TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

36 A/R of 400kV Misa - New Mariani - 2 TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

37 A/R of 400 KV Balipara - Bongaigaon - 1 
TL 0700Hrs to 1800Hrs

Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

38 A/R of 400 KV Balipara - Bongaigaon - 2 
TL 0700Hrs to 1800Hrs

Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

39 A/R of 400 KV Silchar-Palatana  - 1 TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

40 A/R of 400 KV Silchar-Palatana  - 2 TL 0700Hrs to 1800Hrs
Auto Reclosure Switch  to be kept in Non-Auto Mode 
for OPGW Stringing Works

Existing system improvement related 
shutdown.

Category

Category

220kV Transmission lines

400kV Transmission lines

Jul-23

Jul-23
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132 kV Badarpur SS
41 132kV Main Bus 0800Hrs to 1600Hrs AMP of Main Bus Normal Maintenance related 

shutdown.
Agenda

220 kV Mokokchung SS

42 220/132kV 30MVA ICT-1 0800Hrs to 1600Hrs For Buchholz trip logic modification  at Mokokchung Existing system improvement related 
shutdown.

43 220/132kV 30MVA ICT-2 0800Hrs to 1600Hrs For Buchholz trip logic modification  at Mokokchung Existing system improvement related 
shutdown.

44 220/132kV 30MVA ICT-3 0800Hrs to 1600Hrs For Buchholz trip logic modification  at Mokokchung Existing system improvement related 
shutdown.

220 KV Dimapur SS

44 132 KV Bus -1 (will cause outage of Kohima 
& Dimapur-2 Feeder)

0800Hrs to 1600Hrs Testing of Bus-Coupler Bay and SF6 leakage testing in 
132kV Bus-I

Existing system improvement related 
shutdown.

44 10 MVA ICT-3 CSD  0800Hrs to 1600Hrs Replacement of HV Bushing CT Terminal Plate
Existing system improvement related 
shutdown.

400kV Bongaigaon SS
45 400kV Bus Reactor # 5 Main Bay 0900 Hrs to 1600Hrs AMP of Bay Equipments

Normal Maintenance related 
shutdown.

46 400kV ICT#2 & BR#5 tie bay 0900 Hrs to 1600Hrs AMP of Bay Equipments
Normal Maintenance related 
shutdown.

47 400kV ICT#2 Main bay 0900 Hrs to 1600Hrs AMP of Bay Equipments
Normal Maintenance related 
shutdown.

48 80MVAr Bus Reactor # 4 0900 Hrs to 1600Hrs For Buchholz relay trip logic modification
Existing system improvement related 
shutdown.

Agenda

49 400kV 80MVAr Bus Reactor # 3 & 4 0900 Hrs to 1600Hrs For Buchholz relay trip logic modification
Existing system improvement related 

Agenda

Jul-23
Category

49 400kV 80MVAr Bus Reactor # 3 & 4 0900 Hrs to 1600Hrs For Buchholz relay trip logic modification
Existing system improvement related 
shutdown.

Agenda

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25 26 27 28 29 30 31

400kV Balipara SS

50 400KV BUS REACTOR - 1 MAIN BAY 0900 Hrs to 1700Hrs AMP of Bay Equipments
Normal Maintenance related 
shutdown.

51 400KV BNC-3 MAIN BAY 0900 Hrs to 1700Hrs AMP of Bay Equipments
Normal Maintenance related 
shutdown.

52 400KV KAMENG - 2 MAIN BAY 0900 Hrs to 1700Hrs AMP of Bay Equipments
Normal Maintenance related 
shutdown.

53 315MVA 400/220KV ICT-1 0900 Hrs to 1700Hrs AMP OF ICT
Normal Maintenance related 
shutdown.

400kV Misa SS
54 33 kV Tertiary Reactor #1 0800Hrs to 1600Hrs

Repairing of damaged conductor in Bay and rectification 
in C&R panel.

Normal Maintenance related 
shutdown.

55 33 kV Tertiary Reactor #2 0800Hrs to 1600Hrs AMP of Bay Equipments & Reactor
Normal Maintenance related 
shutdown.

56 33 kV Tertiary Reactor #3 0800Hrs to 1600Hrs AMP of Bay Equipments & Reactor
Normal Maintenance related 
shutdown.

57 33 kV Tertiary Reactor #4 0800Hrs to 1600Hrs AMP of Bay Equipments & Reactor
Normal Maintenance related 
shutdown.

58 220 kV Main Bus-1 0800Hrs to 1600Hrs Maintetnance of 220kV Main Bus-1 and equipments.
Normal Maintenance related 
shutdown.

59 220 kV Main Bus-2 0800Hrs to 1600Hrs Maintetnance of 220kV Main Bus-2 and equipments.
Normal Maintenance related 
shutdown.

60 400 kV Main Bus-1 0800Hrs to 1600Hrs Maintetnance of 400kV Main Bus-1 and equipments.
Normal Maintenance related 
shutdown.

400kV Silchar SS
61 315MVA 400/220KV ICT-3 0900Hrs to 1200Hrs For Buchholz relay trip logic modification

Existing system improvement related 
shutdown.

62 63MVAr Bus Reactor - 2 0900Hrs to 1200Hrs For Buchholz relay trip logic modification
Existing system improvement related 
shutdown.

63 132kV Bus-1 0900Hrs to 1500Hrs AMP of Bus  and Jumper changing in Srikona-1 bay
Normal Maintenance related 
shutdown.

64 132kV Bus Coupler 0900Hrs to 1500Hrs
 Panel wiring checking after removal of 132 kV PK Bari 
and Imphal bays 

Existing system improvement related 
shutdown.

65 200MVA ICT-2 0900Hrs to 1600Hrs Oil top up of ICT and AMP of Bays
Normal Maintenance related 
shutdown.

66 400kV ICT-1 & Azara Tie Bay 402 0900Hrs to 1600Hrs AMP of Bay Equipment
Normal Maintenance related 
shutdown.

CategoryJul-23
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Interregional/Intern
ational

67 400KV BINAGURI-BONGAIGAON - 1 
TL CSD 0800Hrs to 1800Hrs Re- Conductoring work under NERSS - XII pakage Construction Related Shutdown

68 400KV BINAGURI-BONGAIGAON - 2 
TL CSD 0800Hrs to 1800Hrs Re- Conductoring work under NERSS - XII pakage Construction Related Shutdown

69 A/R of 400KV BINAGURI-
BONGAIGAON - 1 TL 0800Hrs to 1800Hr Re- Conductoring work under NERSS - XII pakage Construction Related Shutdown

70 A/R of 400KV BINAGURI-
BONGAIGAON - 2 TL 0800Hrs to 1800Hr Re- Conductoring work under NERSS - XII pakage Construction Related Shutdown

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25 26 27 28 29 30 31

SHUTDOWNS PROPOSED BY 
ASSAM

1 315MVA AT-2 AT MIRZA 8:00-17:00 MAINTENANCE ACTIVITIES
Normal Maintenance related 
shutdown.

2 220kV Mirza-Agia Line 8:00-17:00 MAINTENANCE ACTIVITIES
Normal Maintenance related 
shutdown.

3 220kV Mirza- Boko Line 8:00-17:00 MAINTENANCE ACTIVITIES
Normal Maintenance related 
shutdown.

4 220kV Mirza-Sarusajai 1 8:00-17:00 MAINTENANCE ACTIVITIES
Normal Maintenance related 
shutdown.

5 220kV Mirza-Sarusajai 2 8:00-17:00 MAINTENANCE ACTIVITIES
Normal Maintenance related 
shutdown.

6 132kV GOLAGHAT-MARIANI 8:00-16:00
CONRRIDOR CLEANING & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

7 132KV GOLAGHAT-SARUPATHAR 8:00-16:00
CONRRIDOR CLEANING & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

8 132KV BOKAJAN-DIMAPUR 9:00-16:00 CORRIDOR CLEARANCE
Normal Maintenance related 
shutdown.

9 132KV BOKAJAN-SARUPATHAR 9:00-16:00 CORRIDOR CLEARANCE
Normal Maintenance related 
shutdown.

10 220KV BTPS-RANGIA CKT 1 8:00-16:00 PREVENTIVE MAINTENANCE
Normal Maintenance related 
shutdown.

11 220KV BTPS-RANGIA CKT 1 8:00-16:00 PREVENTIVE MAINTENANCE
Normal Maintenance related 
shutdown.

12 220KV BTPS-RANGIA CKT 2 8:00-16:00 PREVENTIVE MAINTENANCE
Normal Maintenance related 
shutdown.

13 220KV BTPS-RANGIA CKT 2 8:00-16:00 PREVENTIVE MAINTENANCE
Normal Maintenance related 
shutdown.

14 132 kV Pailapool- Jiribam Line 9:00-16:00 Maintenance of line & corridor cleaning works 
Normal Maintenance related 
shutdown.

15
132 kV Haflong(AEGCL) – 
Haflong(PGCIL) line         9:00-16:00 Maintenance of line & corridor cleaning works 

Normal Maintenance related 
shutdown.

16
132 KV HAILAKANDI-
DULLAVCHERRA 9:00-16:00

PREVENTIVE MAINTENANCE & CORRIDOR 
CLEANING WORK

Normal Maintenance related 
shutdown.

17 132 KV SRIKONA-PAILAPOOL 9:00-16:00
PREVENTIVE MAINTENANCE & CORRIDOR 
CLEANING WORK

Normal Maintenance related 
shutdown.

18 132 KV PANCHGRAM-HAILAKANDI 9:00-16:00
PREVENTIVE MAINTENANCE & CORRIDOR 
CLEANING WORK

Normal Maintenance related 
shutdown.

19 132 KV PANCHGRAM-LUMSHNONG 9:00-16:00
PREVENTIVE MAINTENANCE & CORRIDOR 
CLEANING WORK

Normal Maintenance related 
shutdown.

CategoryRemarks

SN Name of Element Jul-23

Name of Element Jul-23

Reason CategoryTime

Time

19 132 KV PANCHGRAM-LUMSHNONG 9:00-16:00
CLEANING WORK shutdown.

20
132 KV HAILAKANDI-
DULLAVCHERRA 9:00-16:00

PREVENTIVE MAINTENANCE & CORRIDOR 
CLEANING WORK

Normal Maintenance related 
shutdown.

21 132 KV SRIKONA-PAILAPOOL 9:00-16:00
PREVENTIVE MAINTENANCE & CORRIDOR 
CLEANING WORK

Normal Maintenance related 
shutdown.

22
132 KV DULLAVCHERRA-
DHARMANAGAR 9:00-16:00

PREVENTIVE MAINTENANCE & INSPECTION 
WORK

Normal Maintenance related 
shutdown.

23
132 KV DULLAVCHERRA-
DHARMANAGAR 9:00-16:00

PREVENTIVE MAINTENANCE & INSPECTION 
WORK

Normal Maintenance related 
shutdown.

24  220 KV Tinsukia-Kathalguri Feeder no 1 9:00-15:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

25   220 KV Tinsukia-Kathalguri Feeder no 2 9:00-15:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

26  220 KV Tinsukia-NTPS Feeder 9:00-15:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

27  220 KV Tinsukia-NRPP Feeder 9:00-15:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

28 132KV BOKAJAN-DIMAPUR 9:00-16:00 CORRIDOR CLEARANCE
Normal Maintenance related 
shutdown.

29 132KV BOKAJAN-SARUPATHAR 9:00-16:00 CORRIDOR CLEARANCE
Normal Maintenance related 
shutdown.

30 220kV Samaguri-Sonabil ckt-1 8:00-16:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

31 220kV Samaguri-Sonabil ckt-2 8:00-16:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

32 220kV Samaguri-Mariani ckt_2 8:00-16:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

33 220kV Samaguri-Mariani ckt_2 8:00-16:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

34 220 kV Samaguri- Jawaharnagar 7:00-15:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

35 221 kV Samaguri- Jawaharnagar 7:00-15:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

36 220 kV Samaguri- Sonapur line 7:00-15:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

37 220 kV Samaguri- Sonapur line 8:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

38 220KV AGIA-BTPS-I 9:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

39 220KV AGIA-BTPS-I 9:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

40 220KV AGIA-BTPS-II 9:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

41 220KV AGIA-BTPS-II 9:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

42 220KV AGIA-BOKO 9:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

43 220KV AGIA-BOKO 9:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

44 220KV AGIA-MIRZA 9:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

45 220KV AGIA-MIRZA 9:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

46 220KV BTPS-NTPC-I 10:00-13:00
Replacement of old check meters under SAMAST 
scheme:

Existing system improvement related 
shutdown.

47 220KV BTPS-NTPC-II 14:00-17:00
Replacement of old check meters under SAMAST Existing system improvement related 47 220KV BTPS-NTPC-II 14:00-17:00
Replacement of old check meters under SAMAST 
scheme:

Existing system improvement related 
shutdown.

48 220kV AMGURI-NAMRUP 8:00-16:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

49 220kV AMGURI-NAMRUP 8:00-16:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

50 220KV MARIANI-AMGURI 8:00-16:00
CORRIDOR CLEARANCE & PREVENTIVE 
MAINTENANCE

Normal Maintenance related 
shutdown.

51 220KV SONAPUR-SARUSAJAI 8:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.

52 220KV SONAPUR-SARUSAJAI 8:00-16:00 CORRIDOR CLEANING
Normal Maintenance related 
shutdown.



53 220KV AGIA-BTPS-I
CSD 06:00HRS OF 

1.7.2023 TO 18:00 HRS 
OF 3.7.2023

REPLACEMENT OF OLD SAS PANEL WITH NEW 
SEIMENS PANEL

Existing system improvement related 
shutdown.

54 220KV AGIA-BTPS-II
CSD 06:00HRS OF 

4.7.2023 TO 18:00 HRS 
OF 6.7.2023

REPLACEMENT OF OLD SAS PANEL WITH NEW 
SEIMENS PANEL

Existing system improvement related 
shutdown.

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25 26 27 28 29 30 31

SHUTDOWNS PROPOSED BY 
NAGALAND

1 132kV Mokokchung - Doyang TL. 8:00-16:00 Testing of RTU communication status.
Normal Maintenance related 
shutdown.

2
 132kV Dimapur(PG) - Dimapur(DoP) Ckt-
1 TL. 7:00-15:00

Replacement of old ACSR Panther with one and old disc 
insulator with polymer insulator at Dead end 
Tower/gantry within Dimapur(PG) sub-station premises.

Normal Maintenance related 
shutdown.

3
160MVA,220/132 kV ICT-2 AT 
DIMAPUR (PG)S/S

7:00-15:00
Replacement of old ACSR Panther with one and old disc 
insulator with polymer insulator at Dead end 
Tower/gantry within Dimapur(PG) sub-station premises.

Normal Maintenance related 
shutdown.

 

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25 26 27 28 29 30 31

SHUTDOWNS PROPOSED BY 
NEEPCO

CategorySN Name of Element Jul-23 Time Reason

CategorySN Name of Element Jul-23 Time Reason

NEEPCO

 AgGBPS

1 GTG-4
CSD 00:00 HRS OF 

24.07.23 TO 23:59 HRS 
OF 02.08.23

GCPP installation and 132 kV CB overhauling work
Normal Maintenance related 
shutdown.

2 132 kV Bus 1 8:00-17:00 GTG 4 Bay maintenance
Normal Maintenance related 
shutdown.

3 132 kV Bus 2 8:00-17:00 GTG 4 Bay maintenance
Normal Maintenance related 
shutdown.

4 STG-2
CSD 00:00 HRS OF 

26.07.23 TO 23:59 HRS 
OF 02.08.23

Governor HMI upgradation
Normal Maintenance related 
shutdown.

5 132 kV Bus 1 8:00-17:00 STG 2 Bay maintenance
Normal Maintenance related 
shutdown.

6 132 kV Bus 2 8:00-17:00 from 31.07.23 
to 01.08.23

STG 2 Bay maintenance
Normal Maintenance related 
shutdown.

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25 26 27 28 29 30 31

SHUTDOWNS PROPOSED BY 
INDIGRID

1
132KV-BISWANATH CHARIALI-
ITANAGAR-1 09:30 HRS TO 17:30 HRS

A/R in non auto mode rquired for Installation of 
Additional Earthing

Normal Maintenance related 
shutdown.

2
132KV-BISWANATH CHARIALI-
ITANAGAR-2

09:30 HRS TO 17:30 HRS
A/R in non auto mode rquired for Installation of 
Additional Earthing

Normal Maintenance related 
shutdown.

SN Name of Element Jul-23 Time Reason Category


